X— =

E-428

DIST| COUNTY ROUTE KIUELER BT P T ohees
CONDUIT DATA I REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE | 04 oF 13.2/13.9 |383R11204
MP
. quOI Al 10wable |0 I ELECTRICAL MODIFICATIONS RR 42
Conduit| oorerence Size Type Fill Fill Included Conductor Type & 2/19/08 EL /
No 2 2 Cable No. l I ‘nlccos s D ES M 12ﬂw
(mn?) (mm2) LMARK DATC RESCRIPTIOND BYICHD 'R'Ec TERED ELECTRICAI( ENGINEER DATE
3339 | E-264, E-264A 78 RCS-PVC coated conduit 1043.76 | 1935.24 | 2125 3+1 gnd, #250 kemil, #1/0,600 V,EPR insulation REVISIONS
CONTRACT CHANGE ORDER NO.
12-6-04
SHEET OF PLANS APPROVAL DATE
PB POWER, Inc.
A Parsons Brinckerhoff Company
303 Second St., Sulte TOON
M\B’\)gé st San Francisco, CA  94107-13I7
FOR REVISION ONLY The State of Callfornla or Its officers or agents shail not be responsible for
the accuracy or completeness of electronic coples of this plan sheet.
3345 | E-264 53 | RGS-PVC coated conduit 454.92 | 879.42 | Pull rope Soft-F iber Polyester Caltrans now hos a web site! To get to the web slte, go fo hiip://www.dol cagoy
[a) UP210-10 1-2/C + gnd #8,600 V, EPR insulgtion
~ | 4 UP210-11 1-2/C + gnd #8,600 V, EPR insulgtion CONDUIT DATA
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ol 3348 | E-264A, E-281 /T 41 JRGS-PVC coated conduit 300.88 | 1935.24 | MVDSEO2A MVDS DLC Conduit R ‘;,°*|°|' AllowaDlel  |nciuced I
v ® { MVDSHO3A MVDS DLC No | Reference | Size Type filh | fangy | coble No. Conductor Type
< ‘,‘_" ( / 3357 | E-285 78 RGS-PVC coated conduit 436.32 [1935.24 |UP210-1B-5 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
g g S Pull rope Soft-Fiber Polyester
- 3349 | E-264A, £-281 (| 41 ZRGS-PVC coated conduit 173.82 1935.24 | CCTVEQ1BC TvC UP210-1B-1 2 + 1 gnd #8,%#10, 600 V, RHH/RHW insulation
N
-8y ~ ) CCTVEO1BD TvL UP210-1B-3 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
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BE > 3358 | E-285 78 RGS-PVC coated conduit 436.32 11935.24 |UP210-1B-2 2 + 1 gnd #12,%#12, 600 V, RHH/RHW insulation
Etﬂ o 3350 E-285 18 RGS-PVC coated conduit 2093.43 2564.19 | 2123-3 1-3/C + gnd #2/0,600 V, EPR insuquion ; UP210-1B-6 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
<yl o UP210-1B-14 | 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation UP210-1B-4 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
5'(29 v Pull rope Soft-F iber Polyester Pull rope Soft-Fiber Polyester
3; 8 UP210-18-13 | 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
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3359 | E-264A7 41 ™ RGS-PVC coated conduit 173.82 | 1935.24 |[CCTVEQ1AC v
— A CCTVEQTAD TVL
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g © 3351 | E-285 53 DRGS-PVC coated conduit 882.89 | 1935.24 | Pull rope Soft-F iber Polyester
al 2 1 2123-3 1-3/C + gnd #2/0,600 V, EPR insulation
8 3 o
w & 3351A | E-264 53 3 3362 E-285 78 RGS-PVC coated conduit 2081.18 [ 2564.19 |2123-2 1-3/C + gnd  #2/0,600 V, EPR insulation
o Pull rope Soft-F iber Polyester
3353 | E-285 78 RGS-PVC coated conduit 436.32 1935.24 [ UP210-1B-12 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulgtion
Pull rope Soft-Fiber Polyester
UP210-1B-10 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
g UP210-1B-8 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
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"£ 3354 | E-285 78 RGS-PVC coated conduit 436.32 1935.24 | UP210-1B-11 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
é UP210-1B-7 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
= UP210-18B-9 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
S Pul |l rope Soft-F iber Polyester
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' 3364 | E-285, E-264 53 ) RGS-PVC coated conduit 979.12 [2564.19 |2123-2 1-3/C + gnd  #2/0,600 V, EPR insulation
< JAA"-\'A'A'A'AVIJ ‘) Pull rope Soft-Fiber Polyester
§ i 3364A | £-264 53 )
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w For continuation, see next sheet.
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